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SYMBOL FIRE ALARM SYSTEM

FCP | Conventional Fire Alarm Control Panel

Graphic Annunciator

Terminal Box Connected Per Zone

@ Photoelectric Smoke Detector w/ Base

@ Heat Detector with Base

Projected Beam Sroke Detector Tx/Rx

® Reflective Plate

@ Manual Pull Station

Alarm Bell 6", 24VDC

{3 End of line with Resistor 4.7 k. Ohm.

THW 2x 1.5 Sq.mm. Cable In 1/2° PVC Typ.

For Smoke and Heat and Manual Station

THW 2x 2.5 Sg.mm. Cable In 1/2° PVC Ty

For Fire Alarm Bell and Fire Indicator Lamp




